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USE D.I. RESTRAINT COLLARS,
ANCHOR EYE—BOLTS, DUC LUGS,
OR ANCHOR COUPLINGS.

SEE SECTION E
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S.S. WASHER USED
WITH 3/4" RODS
AND NUTS
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USE PVC TEES
FOR 6" & 8™

FIRE HYDRANT ASSEMBLY
NOT TO SCALE

SCALE  N.T.S.
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